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Abstract 
A model of a converter source capable of providing a 
controllable fault response is introduced to analyse the 
performance of protection in future power system scenarios. 
Using a reduced power system model of the National Grid 
transmission system in Great Britain, a comprehensive set of 
tests of protection performance are performed to verify how 
protection systems may be impacted by the introduction of 
converter-interfaced  energy sources and infeeds. Converters 
with a range of different types of fault response are modelled, 
as grid codes defining converter response to AC system fault 
are not completely specific at the present time. The simulated 
data are injected into an actual protection relay through 
secondary injection equipment and also to a dynamic 
protection relay model through simulation, and the results are 
analysed and compared. The initial results show that there can 
be a degree of negative influence on protection system 
performance in converter-dominated scenarios where the 
SRZHU V\VWHP LV UHODWLYHO\ ³ZHDN´, primarily in the form of 
longer operating times in certain scenarios.  The paper 
concludes with analysis of results and an overview of on-
going and future work to broaden the investigations.  
1. Introduction 
Power electronics converters, which are used to facilitate the 
integration of renewable energy to AC grids and which 
underpin HVDC transmission networks, will play a growing 
and crucial role in future power system. According to the 
³ 8. )XWXUH 6FHQDULRV´ GRFXPHQW [12], the target for 
renewable sources to provide 15 % of all energy  demand 
(including non-electrical energy for transport, heating, etc.) of 
by 2020 and 34% by 2030 means that on the electrical power 
system in GB, the installed and available (instantaneous) 
capacity of renewable, converter-interfaced sources will 
exceed 165% of prevailing demand by 2030 [3]. It is 
therefore clear that an investigation of how the different 
characteristics of converter-interfaced energy sources may 
influence power systems, including protection systems during 
faults, is required as a matter of urgency. 
 
According to recently-proposed European  network codes on 
³Requirement for Generators´unanimously approved by the 
34 Member States on 26 June 2015, and published by 
ENTSO-E [8], it is stated that during network  faults the 
converter interfaced sources should output ³fast´, high 
magnitude and sustained fault current.  
 
However the requirements are somewhat non-specific in 
many instances; for example, there is no detailed specification 
on the required reaction speed, means of detection, or fault 
current magnitude when a converter is required to output fault 
current. These aspects are discussed in [4], which divides the 
time period following a fault inceptions into 3 parts:  A - the 
protection detection period; B - the system voltage support 
(through provision of reactive fault current) period prior to 
clearance of the fault; and C - the post fault recovery period 
concerned with recovering system voltage and avoiding 
subsequent overvoltage. Discussions relating to period A 
remain at an early stage. The European codes state that 
national implementations to define specific parameters (e.g. 
relating to speed of detection, ramp rates and sustained levels 
of fault currents) are required on a country-by-country basis. 
In GB, these will be determined through Grid Code 
development processes led by National Grid with input from 
stakeholders and the final decision being made by the 
regulatory body Ofgem. A similar process will also apply to 
the network code covering HVDC, including offshore wind 
connected via HVDC.  
 
At present, there is no universally-GHILQHG µFRUUHFW UHVSRQVH¶
for converter sources in response to AC system faults. It is 
therefore necessary to investigate when and how protection 
systems, including both modern numerical system and legacy 
electro-mechanical schemes, may be affected by the 
introduction of converter sources with different types of 
response to faults. This will contribute to informing the 
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national choices of parameters that will define the nature of 
the required responses to mitigate any potential problems. 
A converter model with controllable fault response has been 
developed and this is tested using a transmission line model 
with parameters provided by National Grid (NG).  The results 
of tests, where a range of adjustments to the converter 
controller fault-response parameter are made (e.g. with 
different detection delays, output current ramp rates and 
magnitudes), are presented and analysed. The simulated 
voltage and current waveforms are injected into an actual 
protection relays using an RTDS (real time digital simulator) 
and secondary injection amplifiers. The responses of the 
relays and models are observed and any potential issues are 
highlighted. As this paper is concerned with only initial stages 
of work in the context of the overall project, an overview of 
future work is included in the concluding section of the paper.  
2. Converter Characteristics 
2.1 Fault response 
Traditional network protection systems can typically detect 
network faults quickly and accurately due to the fact that 
relatively high fault currents are provided by synchronous 
machines in the system and the system is reODWLYHO\³VWURQJ´. 
The fault current provided by a synchronous machine is 
normally a multiple of between three and six times its rated 
output current in the period immediately following fault 
inception for a fault very close to the machine terminals. 
Conversely, converter-interfaced sources normally have a 
very limited ability to provide short circuit current due to 
thermal ratings, with currents normally limited by the 
converter controller and inbuilt protection systems.  The 
sustained fault current provided by a converter-interfaced 
source may typically only be around 1.2 times its nominal 
rating [11]. 
 
To exacerbate the potential problems for network protection 
schemes, converter-interfaced sources may not be able to 
provide maximum output current immediately after fault 
inception, as is the case with synchronous machines. From 
discussions with several industry colleagues and from 
analysis of [6], it is believed that, to date, the debate relating 
to converter fault responses in the standards-defining 
organisations has only related to time periods B and C as 
defined earlier in the paper (and not period A). It is believed 
that maximum fault currents (albeit much less than  
synchronous machine levels) will only be delivered after a 
delay of around 60ms, which could obviously be problematic 
for protection schemes in terms of operating times. Finally, 
values are specified as rms, which naturally introduces a 
delay of at least 20 ms as the requirement to calculate rms 
correctly from instantaneous measurements requires at least 
one fully cycle of input current (i.e. at least 20 ms in a 50 Hz 
system).  
 
The GB Grid Code, prior to implementation of the European 
Network Code has required ³maximum available´ current 
³without delay´ KRZHYHU such terms have not been defined 
explicitly in terms of time period A. It is therefore necessary 
to UHVHDUFKZKDW³ZLWKRXWGHOD\´DQGRWKHUVXFKQRQ-specific 
terminology should actually be defined as in order to mitigate 
or avoid problems with network protection in future scenarios.  
2.2 Prevailing grid code stipulations 
In the latest version of the ENTSOE-E code for HVDC 
Connections and DC-connected Power Park Modules [5], the 
following requirements are proposed: 
 
x ³The Relevant Network Operator in coordination with the 
Relevant TSO shall have the right to require the capability 
of a HVDC System to provide Fast Fault Current at a 
Connection Point in case of symmetrical (3-phase) faults.  
x The Relevant Network Operator in coordination with the 
Relevant TSO shall specify the characteristics of the 
voltage deviation and the characteristics, timing and 
accuracy of the fault current. 
x With regard to the supply of Fast Fault Current in case of 
asymmetrical (1-phase or 2-phase) faults the Relevant 
Network Operator in coordination the Relevant TSO shall 
have the right to introduce a requirement for 
asymmetrical current injection. 
x The Relevant TSO shall define a Voltage-against-time-
profile, having regard to the voltage-against-time-profile 
defined for Power Park Modules according to [8].This 
profile shall apply at the Connection Point(s) for fault 
conditions, under which the HVDC Converter Station 
shall be capable of staying connected to the Network and 
continuing stable operation after the power system has 
recovered following fault clearance. 
x The Relevant Network Operator shall define and make 
publicly available the method and the pre-fault and post-
fault conditions for the calculation of at least the 
minimum and maximum short circuit power at the 
Connection Point(s).  
x The HVDC System shall be capable of operating within 
the range of short circuit power and Network 
characteristics defined by the Relevant Network Operator. 
x The Relevant Network Operator shall define the schemes 
and settings necessary to protect the Network taking into 
account the characteristics of the Power Generating 
Module.´ 
 
The above provides further evidence that detailed time and 
magnitude information relating to fault current from 
converters is not fully defined at this point in time. The GB 
Grid Code, published by National Grid [7], prior to being 
updated to cover the European requirements, states that: 
 
x Under close-up three phase faults and imbalanced earth 
fault conditions, all generating units (including DC 
converters) must remain connected without any tripping 
for a period of 140 ms.  
x 'XULQJ WKH SHULRG RI WKH IDXOW«IRU ZKLFK WKH YROWDJH DW
the Grid Entry Point (or InterfacH3RLQW«LVRXWVLGHWKH
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OLPLWV«HDFK *HQHUDWLQJ 8QLW RU 3RZHU 3DUN
0RGXOH«VKDOO JHQHUDWH PD[LPXP UHDFWLYH FXUUHQW
without exceeding the transient rating limit [of the unit].. 
 
It is clear that, in alignment with the European code, the GB 
code also requires converter-interfaced infeeds to provide 
some form of fault current and to ride-through faults, but 
again the exact quantifications for the nature of the responses 
are not yet fully defined.  
 
Therefore, in the absence of detailed information relating to 
the nature or converter responses, models of converter-
interfaced sources that are capable of producing a range of 
credible responses are required and have been developed. 
These models are used to investigate the anticipated 
performance of protection systems under a range of 
converter-interfaced source penetrations and with a range of 
assumed detection delays, ramp rates and output fault current 
levels. This should inform the debates relating to what is 
required by the network (i.e. the network protection systems) 
in order to avoid problems in the future in systems with high 
penetrations of converter-interfaced sources.  
3. System Design  
3.1 VSC-HVDC model 
A VSC-HVDC model capable of providing controllable 
voltage and current output during faults has been developed 
to represent a typical converter-interfaced source.  In Fig.1 
the layout of the control system for this model is presented. 
The system is design to output voltage and current waveforms 
under different grid conditions and with response envelopes 
that can be user-configured to investigate the impact of 
different types of response on the network protection. The 
system contains the following main components: 
 
 Phase Locked Loop (PLL): this track the AC voltage 
phase and frequency continually at the point of 
connection. The information is used by the Park and 
Inverse Park transformation processes within the 
controller. 
 
 The Park transformation: this converts abc three-phase 
voltages and current into dq values under a rotating 
reference frame, as dq values can be more efficiently 
manipulated by the controllers. 
 
 Inner current control system: reacts quickly to regulate 
the FRQYHUWHU¶V RXWSXW FXUUHQW WR LWV UHIHUHQFH YDOXH E\
manipulating the VSC output voltage  
 Outer control system: provide a reference value for the 
current controller. The selection of the reference values 
can be varied by the operator or in accordance with the 
intended role of the converter. 
 
 Dual sequence control scheme: ensures that the converter 
can produce the desired balanced/unbalanced output 
current waveforms, non-oscillating stable P&Q outputs 
and DC voltage under unbalanced network condition [9].  
6HWWLQJVIRUWKHFRQYHUWHU¶VIDXOWUHVSRQVH 
The fault response of a converter is affected by its short term 
dynamic thermal rating and control system. In this paper 
conventional synchronous sources and converter sources are 
employed and the differences between their fault responses 
are illustrated in Fig.2. 
 
In Fig.2, the ratings of both sources are identical. A solid 
three-phase short circuit is connected close to their output 
terminals. It is clear that upon fault inception at 0.3s, the 
output current from the synchronous machine transits 
instantly to its maximum value and decreases progressively in 
the subsequent time period. However, in this case and with 
the selected parameters for the converter model that are 
implemented, the converter begins increasing its output 
current after a time delay of approximately 20 ms and ramps 
up to its maximum output after a further 20 ms. This is only 
one example of simulated possible operation, and in reality 
(unless grid codes are defined to be very specific) converter 
current outputs in response to faults, under present 
interpretations of codes, could initially drop to zero for some 
time, be delayed by anything up to several hundred 
milliseconds, or anything in between. So, as already stated, 
there is a requirement for a flexible model to be used to 
perform sensitivity analysis of network protection for a wide 
range of presumed converter fault responses. The case studies 
presented later in this paper are representative of only a very 
small range of tests that will be performed in on-going and 
future work. 
 
As mentioned in section 2, the delayed response of the 
converter due to the requirement to detect the fault, process 
the measurements and to respond in a fashion that will not 
 
Fig. 1. Layout of the VSC system 
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damage the power electronic components. Inside the 
converter control system, a fault detection block is 
implemented to achieve the desired fault response.  
 
 
(a) Output current provided by traditional synchronous machine  
     (in pu value) 
 
(b) Output current provided by converter (in pu value) 
 
Fig. 2 Fault response for different types of sources 
 
As the voltage information is measured from the connection 
point, when the measure value decreases below a certain level, 
the converter will interpret this as a fault condition. The fault 
detection function should be sensitive, but also secure against 
false operation, therefore delays are typically added to the 
response algorithm. As already noted, in the above figure the 
delay for initiation of response is around 20ms, and this delay 
is controllable. Converters cannot typically provide an 
instantaneous step change in output, and therefore a 
configurable ramp rate is also included [5]. 
 
Finally, the maximum sustained fault current that can be 
output is also configurable through the setting of the fault 
response block. Therefore this converter model is capable of 
reproducing virtually any type of fault response that may be 
produced in reality through configuration of its parameters.  
3.3 Power system layout and fault level selection 
A simplified two-bus power system model with data acquired 
from National Grid has been modelled for analysis. The 
layout of the system is presented in Fig.4. The left bus is 
connected with the mixed generation sources, comprising a 
converter and synchronous machine ± the relative proportion 
of each source can be varied to reflect different penetration 
levels of converter-interfaced sources.  
 
Fig.3 Layout of the studied power system 
 
Data for these studies was sourced from [2].   
4. Case studies  
The simulated results for a variety of fault studies have been 
recorded and injected into both a validated dynamic model of 
a relay[1] and a hardware protection relay (in this case a 
distance relay). The process is performed by: applying solid 
three phase short circuit faults on the transmission line; 
recording the voltage and current data at the relay 
measurement point; ³replayLQJ´ the data files using the RTDS 
(real time digital simulator) and secondary injection 
equipment; recording the tripping time of the relay. 
 
The setting data of both relays are provided by National Grid. 
Even though the setting data within both relay are identical, 
the operating algorithm of those relays are different. 
Therefore, by comparing the two sets of responses under 
same network fault, the results can be more comprehensive. 
 
When the penetration level of the converter source is 0%, the 
fault level is selected to be 20.85 GVA. In order to give a 
GHFHQW UHSUHVHQWDWLRQ RI WKH FRQYHUWHU¶V OLPLWHG DELOLW\ RI
providing fault current, when the penetration level of the 
converter source is 100%, the fault level is selected to be  
2.562 GVA. The converter fault detection delay is set to be 
1ms and a current ramp rate as 25.2A/ms. Note that the 
impact of varying these values will be presented in the latter 
case studies. 
4.1 Case study 1: impact of varying converter-interfaced 
source penetration levels 
In this case, a converter source with fixed fault response 
settings is used with different penetration level within the 
power system model.  
 
When the penetration level of the converter source is fixed as 
0%, 50%, 95% and 100%, the corresponding voltage and 
current wave forms were recorded under solid three phase 
faults at 70% distance from the sending end of the line. The 
waveforms are injected into the relays (both software model 
and hardware relay) and the results are presented in in Fig.4.  
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Fig.4: Relay tripping time with different converter source 
penetration level 
 
From the figure it can be seen that when the penetration level 
of the converter source increased, the tripping time for 
different types of relay may vary. For the old relay model, the 
performance is not notably affected (the relay may even trip 
faster when the penetration level of converter is high). 
However for the hardware relay, the increased penetration 
level of the converter increases WKHUHOD\¶VUHVSRQVHWLPH, up 
to 15.6ms slower than the fastest response. Therefore under 
this scenario conclusions can be made that the zone 1 
performance of certain types of distance relays can be 
affected by the increased converter generating sources. More 
samples should be tested in order to verify this statement. 
4.2 Case study 2: impact of varying converter response 
delay 
Continued from case study 1, in this case the penetration level 
of the converter source is fixed to 100%, while the delay of 
the fault detection is artificially arranged as 1ms, 5ms, 10ms 
and 15ms. Solid three phase faults were applied at 70% 
distance of the line length and the generated waveforms were 
injected into relays with results recorded in Fig.5. 
 
 
 
Fig.5: Relay tripping time with different converter initiation 
delay 
 
It is clear that the performance of the relay model is 
significantly affected by WKH FKDQJH RI WKH FRQYHUWHU¶V
response time (the tripping is up to 40ms slower). Meanwhile 
the performance of the hardware relay is not seriously 
affected, but still the tripping time is steadily increased 
(within 5ms difference). Conclusions can be made that the 
FRQYHUWHU¶V UHVSRQVH WLPH may have significant influence on 
certain types of distance relays. Further studies with more 
samples should be performed in order to verify the 
conclusion. 
4.3 Case study 3: impact of varying converter output 
current increase ramp rate  
In this case the penetration level of the converter source is 
fixed to be 100%, while the ramp rate of the fault current is 
arranged as 25.2A/ms, 33.6A/ms, 42A/ms and 50.4A/ms. 
Identical solid three phase faults were applied at the 
transmission line and the generated waveforms were injected 
into the relays with results recorded in Fig.6. 
 
 
 
Fig.6: Relay tripping time with different converter output 
ramp rate 
 
It can be seen the performance of both relays is not affected 
when the current ramp rate is changed. Therefore conclusion 
FDQEHPDGHWKDWWKHLPSDFWRIYDU\LQJWKHFRQYHUWHU¶VRXWSXW
current ramp rate is small within a certain range. Further tests 
shall be done to check whether the statement still apply when 
WKHFRQYHUWHU¶V ramp rate is tested in a bigger range, and when 
the applied faults are approaching zone boundaries. 
4.4 Case study 4: impact of varying converter output fault 
current level 
In this case the penetration level of the converter source is 
fixed to be 100%, while its fault level is arranged as 
2.562GVA, 2.096GVA, 1.630GVA and 1.281GVA. Identical 
solid three phase faults were applied at the transmission line 
and the generated waveforms were injected into relays. The 
results are presented in Fig.7. 
 
 
 
Fig.7: Relay tripping time with different converter output 
fault level 
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For the hardware relay the tripping time is not much affected 
when the fault level is changed. The same is true for the 
modelled relay except when the fault level is decreased to 
1.281 GVA when the tripping time of the relay is delayed by 
10ms. Therefore, it can be concluded that the change of the 
FRQYHUWHU¶V IDXOW OHYHO PD\ KDYH OLWWOH LPSDFW RQ WKH UHOD\¶V
performance. Again further studies shall be performed to 
verify the statement with wider range of fault levels and 
different types of protection relays. 
5. Conclusions and Future work 
This paper has presented a comprehensive set of tests of 
protection performance by injecting simulated data into actual 
relay using voltage and current injection. The data was also 
tested by a validated dynamic software model of a distance 
relay for comparison.  
 
6LQFH WKHUH LV QR XQLYHUVDOO\ GHILQHG µFRUUHFW UHVSRQVH¶ IRU
converter sources under fault, it is therefore necessary to 
investigate the consequence of different converter settings for 
traditional power system protection schemes. In this paper a 
converter model capable of outputting controllable fault 
current was introduced. By vary the setting of the model, 
different types of fault response (with different maximum 
outputting current, different current ramp rate and different 
initial delay) were generated. Together with a simplified line 
model based on data from National Grid, simulations were 
performed to check how the voltage and current measured by 
the relay LPSDFWWKHUHOD\¶VSHUIRUPDQFHZKHQDFHUWDLQWKUHH
phase fault was applied at the transmission line which is 
dominated by different types of converters. 
The results confirmed the concerns related to protection 
system performance that might be caused by the increased 
utilization of converter interfaced generations. Under certain 
circumstances the protection operating time may not always 
be acceptable. However, different types of relays may suffer 
from different level of challenges since their protection 
algorithm vary.  
 
Future works need to be performed to investigate protection 
performance with: different fault resistance; different fault 
types (single phase, phase to phase); different fault locations 
(especially around zone boundaries); different types of relays 
(unit, non-unit protections). Within each case the impact of 
changing response of the converter shall be performed in 
order to check what kind of converter response is mostly 
µEHQHILFLDO¶RUµKDUPIXO¶ 
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